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Category of Buildings

E.1 Residential buildings

E.1 (1) Residential buildings continuative;
E.1 (2) Dwellings with occasional occupation;

E.1 (3) Buildings used as hotels, guesthouses and similar activities;
E.2 Buildings used as offices and simila
E.3 Buildings used as hospitals, clinics, or nursing homes and similar
E.4 Buildings used for recreational, associative or religious activities and similar:
Buildings used for recreational, associative, religious and similar activities:

E.4 (1) cinemas and theatres, meeting rooms for conferences;
E.4 (2) exhibitions, museums and libraries, places of worship;

E.4 (3) bars, restaurants, dance halls;
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Category of Buildings

E.5 Buildings used for commercial activities and similar: such as shops, retail warehouses,
supermarkets, exhibitions;
E.6 Buildings used for sports activities:

E.6 (1) swimming pools, saunas and similar;
E.6 (2) gyms and similar;

E.6 (3) support services for sports activities;
E.7 Buildings used for school activities at all levels and similar;
E.8 Buildings used for industrial and artisanal activities and similar.
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design heat loss

the design heat loss is computed using UNI EN 12831:

Φl = ΦT ,i +ΦV ,1

ΦT ,i = transmission heat loss;

ΦV ,1 = ventilation heat loss.

the losses are computes separately.
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transmission heat loss through building fabric

Heat transfer is computed as

ΦT ,i = (HT ,ie + HT ,iue + HT ,ig + HTij) · (θint,i − θe)

HT ,ie transmission coefficient from inside to outside

HT ,iue transmission coefficient through unheated spaces

HT ,ig transmission coefficient through the ground

HT ,ij transmission coefficient with spaces at different temperatures
(eg: cold storage room)

θint,i internal temperature

θe external temperature
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External temperature

The value of the external design temperature θe is set by the UNI 5364
standard and by the NA.1 table of UNI EN 12831
the following changes are considered:

effect of altitude: gradient − 1
100 K/m, the temperature decreases for

every 100 m increase in altitude

exposure to wind

−0.5÷−1 K for buildings in small clusters
−1÷−2 K for isolated buildings
−1÷−2 K further correction for taller buildings of adjacent ones

(only for protruding planes).
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design internal temperature

is obtained from table NA.2 of UNI EN 12831 according to the type of
room

Type of room Internal temperature ◦C

Single office 20
Open space offices 20
Conference room 20
Auditorium 20
Bar - Restaurant 20
Classrooms 20
Kindergarten 20
Nursery school 22
Supermarket 16
Living spaces 20
Bathrooms 24
Churches 15
Museums - Galleries 16
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heat loss through walls

HT ,ie =
∑
k=1

Ak · Uk · ek +
∑
j=1

Ψj · lj · ej

Ak area of the k-th wall

Uk transmittance of the k-th wall

ek , ej exposure coefficients

Ψj dispersion coefficient of the j-th thermal bridge (linear
transmittance);

lj length of the j-th thermal bridge
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Thermal resistance and transmittance of a wall

Thermal resistance and thermal transmittance can be obtained using UNI
EN ISO 6946, for homogeneous layers we have:

RT = Rsi + R1 + R2 + ...Rn + Rse

Rsi ,Rse internal and external surface resistances

Rj resistances of each layer

dove

Ri =
d

λi

λi = thermal conductivity of the layer [W/(m K)] , takes values
between 3 and 0.02 W/(m K) for stone and for insulation
material, respectively.

d layer thickness
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properties determination
UNI EN ISO 10456

problem

Rj =
sj
λj

sj layer thickness

λj layer conductivity

What value do I use?
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parameters following UNI/TS 11300-1

Componenti opachi

properties retrieved from CE marking documents

the values must be corrected depending for operative conditions

using UNI EN 10456

alternatively UNI 19456, UNI 10351, UNI 1745

walls or floors from UNI 1745 or UNI 10355
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properties from UNI EN ISO 10456

properties changes

λ2 = λ1 · FT · Fm · Fa

FT temperature variation term

Fm humidity varition term

Fa age factor
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conversion factors

temperature variation

FT = efT ·(θ2−θ1)

humidity factor massa/massa

Fm = efu ·(u2−u1)

conversion factor volume/volume

Fm = efψ ·(ψ2−ψ1)

fT temperature conversion coefficient (from table)

fu humidity conversion coefficient mass/mass

fψ humidity conversion coefficient volume/volume

u moisture content mass to mass

ψ moisture content volume to volume
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Thermal conductivity
valori di fT

conductivity changes with temperature

standard UNI-EN 10456 reports how to compute it

esempi di valori FT

Prduct Conductivity Conversion factor
λ fT

W/(m K) 1/K

Extruded Polystyrene
0,025 0,0046
0,030 0,0045
0,040 0,0045

Expanded Polystyrene
0,025 0,0046
0,030 0,0045
0,040 0,0045

Mineral wool
0,032 0,0030
0,035 0,0033
0,040 0,0038
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thermal conductivity
values of fψ

thermal conductivity changes with humidity

lhumidity can be expressed in terms of mass/mass or volume/volume
UNI-EN 10456

typical values Fψ

Product humidity conversion factor
ψ fψ

m3/m3 -

expanded polystirene boards < 0, 10 4
extruded polystirene foam < 0, 10 2,5
Polyurethane foam, rigid < 0, 15 6
Mineral wool < 0, 15 4
Loose-fill mineral wool < 0, 15 4
wood wool board < 0, 10 1,8
Expanded cork < 0, 10 6
wood fibreboard < 0, 05 1,4
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surface thermal resistance

Standard UNI EN ISO 6946 surface thermal resistance

Heat flow direction

ascending horizontal descending

Rsi 0,10 0,13 0,17
Rse 0,04 0,04 0,04
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Exposure Coefficient

the Exposure Coefficient
ek = el appears in UNI EN
12831 consider the effect of
sun exposition, wall humidity,
and wind direction and
intensity

N

1,00

1,10

1,10 1,15

1,20

1,20

1,15

1,05
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Thermal bridges

The heat flow through the walls is considered one-dimensional;

there may be inhomogeneities that lead to preferential paths for the
heat flow;

thermal bridges consider this effect;

the thermal bridge is characterized by the coefficient ψL also called
linear transmittance;
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thermal bridges, examples
thermography
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thermal bridges, examples
termografia
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thermal bridges, corner

Le disuniformitá geometriche modificano il campo termico
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thermal bridges, insulated corner
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thermal bridges, concrete pillar
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thermal bridges
Calculus following UNI 14683

the standard report typical values
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thermal bridge computation

for design calculation through numerical calculation according to UNI
EN ISO 14683

use of atlas compliant with UNI EN ISO 14683:2008

for existing buildings use of manual calculations compliant with UNI
EN ISO 14683:2008 is permitted

use of Annex A of UNI EN ISO 14683:2008 is excluded

percentage calculation is no longer possible for existing buildings
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reference measures

the building dimensions can be selected as

internal

overall internal

external

the choiche must be coherent with the thermal bridge value

ESTERNE

INTERNE MEDIE

INTERNE
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thermal bridge computation

Abachi

CENED - Thermal Bridges Abaco - developed by Politecnico di
Milano, Cestec S.p.A. and ANCE Lombardia (free)

Swiss Thermal Bridges Abaco, in French (free)

National atlas of thermal bridges compliant with UNI EN ISO 14683
and UNI EN ISO 10211 (EDILCLIMA)

the abacus are also implemented in thermotechnical design software

Calcolo numerico

thermal bridges can be calculated with numerical methods

the calculation must be performed according to UNI EN ISO 10211

there are free programs (2d) for the calculation e.g., THERM
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Atlas examples

CENED

Suisse Energie
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tehrmal bridgei
calculation with UNI EN 10211

L2D =
Φ

θi − θe

ψe = L2D −
∑
k

Uk × de,k

ψi = L2D −
∑
k

Uk × di ,k

ψoi = L2D −
∑
k

Uk × doi ,k
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heat loss from windows and doors

The reference standard is UNI EN 10077-1, the transmittance is a
weighted mean transmittance is a weighted average of the transmittance
of the glass, the frame and the thermal bridge between them:

Uw =
AgUg + Af Uf +ΨgLg

Ag + Af

Φw = UwAw∆θ

Ug glass transmittance

Uf frame transmittance

ψl spacer transmittance

Lg glass perimeter

AG glass area

Af frame area

Marco Manzan (UNITS - DIA) Heating Loads March 2025 30 / 57

window glossary
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glass transmittance

for single and multiple glass systems the transmittance is computed as

Ug =

Re +
n∑

i=1

ri · di +
n−1∑
j=1

Rsi + Ri

−1

Re external thermal resistance Re = 1/he ;

r glass resistivity r = 1 (m K)/W;

d glass thickness;

Ri internal thermal resistance Ri = 1/hi ;

Rs gap thermal resistance;

n number of layers.

coefficients hi e he can be computed as:

he = 25 hi = 3, 6 + 4, 4
ε

0, 837
W/(m2 K)
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transmittance of plastic frames
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transmittance of wooden frames
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transmittance of wooden frames
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gap thermal resistance
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Heat transfer via the ground UNI EN ISO 13370

Standard EN 13370 provides a methods of calculation of heat transfer
coefficients and heat flow rates for buildings in contact with the ground

ϕG = HT ,g ·∆θ

ϕG heat flow rate exchanged with ground;

HG ground heat transfer coefficient ;

The ground heat transfer coefficient is obtained with the thermal
transmittance

HT ,g = Ueq · A
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Cases

Thermal transmittance Ueq is computed for

slab-on-ground floor;

suspended floor;

Heated basement;

Unheated basement

Partly heated basement
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total equivalent thickness

an equivalent thickness for slab-on ground dt is introduced

dt = w + λ(Rsi + Rf + Rse)

w vertical wall thickness,

λ grount thermal conductivity,

Rsi =
1
hi

internal surface resistance,

Rf Thermal resistance of the
floor slab;

Rse = 1
he

external surface thermal
resistance;

w

R
f

R
w

R
e

R
i
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Charasteristic dimension of floor

floor slab can be uninsulated, moderately insulated or insulated

dt < B ′ unisulated or moderately insulated floors

dt ≥ B ′ pavimenti bene isolati

B ′ = 2A/P characteristic dimension

P perimeter

A floor area
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Slab on ground

uninsulated or moderately insulated
floor ( dt < B ′)

Ueq = U0 =
2λ

π B ′ + dt
ln

(
π B ′

dt
+ 1

)
well insulated floors (dt ≥ B ′)

Ueq = U0 =
λ

0, 457 B ′ + dt
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edge insulation

slab on ground can have edge insulation

Vertical edge insulation

horizontal edge insulation

For steady state calculations the additional insulation is incorporated into
the thermal transmittance

Ueq = U0 +
∆Ψ P

A
= U0 + 2

∆Ψ

B ′

with ∆Ψ < 0
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horizontal edge insulation

∆Ψ = −λ
π

[
ln

(
D

dt
+ 1

)
− ln

(
D

dt + R ′λ
+ 1

)]
R ′ =

dis
λis

− dis
λ

��������������
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D
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vertical edge insulation

∆Ψ = −λ
π

[
ln

(
2D

dt
+ 1

)
− ln

(
2D

dt + R ′λ
+ 1

)]
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perimetrale

�
�
�
�
�
�

�
�
�
�
�
�

D

Marco Manzan (UNITS - DIA) Heating Loads March 2025 44 / 57

Suspended floor

The floor is held off the ground, Thermal transmittance takes into account
the floor and the underneath air space��������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������������� ������������������int.est.
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Suspended floor resistance net
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Suspended floor

Resistance and Transmittance

RTot = Rf +

(
1

Rg
+

1

Rx

)−1

Rf =
1

Uf · A

Rg =
1

Ug · A

RX =
1

UX · A
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Thermal transmittance of suspended floor

The equivalent transmittance takes into account both conductive and
convective heat exchanges.

1

Ueq
=

1

Uf
+

1

Ug + Ux

Uf transmittance of suspended floor;

Ug tranmittance of the grounf at the bottom of the air gap
(treated a s slab on ground U0);

Ux Takes into account the heat exchanges for transmission and
ventilation of the gap below the floor.
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Heated basement

Heat transfer can be computed taking into
account:

depth of basement floor below ground
level z ;

different insulation layers on the floor and
on vertical walls

U ′ =
A · Ubf + z · P · Ubw

A+ z · P
Hg = A · Ubf + z · P · Ubw + P ·Ψg

z

W    
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basement floors
floor part

Uninsulated or moderately insulated basement floors (dt +
z
2 < B ′):

Ubf =
2λ

π B ′ + dt +
z
2

ln

(
π B ′

dt + z
2

+ 1

)
insulated basement floors (dt + z

2 ≥ B ′):

Ubf =
λ

0, 457 B ′ + dt +
z
2
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heated basement
Basement walls contribution

The second term accounts for the basement walls

Ubw =
2λ

π z

(
1 +

dt/2

dt + z

)
ln

(
z

dw
+ 1

)

dw = λ(Rsi + Rw + Rse) total equivalent thickness for basement
walls

dw < dt in this case dt should be replaced by dw .
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Heat transfer through an unheated space

The heat transfer coefficient is computed as:

HT ,iue =
∑
k

Ak · Uk · bu +
∑
l

Ψl · ll · bu

bu is a temperature adjustment factor that can be computed as:

a) if the temperature is known θu

bu =
θint,i − θu
θint,i − θe

b) if the temperature is unknown θu

bu =
Hue

Hiu + Hue

c) using tabular values bu
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Tabulated values for bu
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Unheated spaces
electrical analogy

Rie = Riu + Rue

iu quantities related to the heat exchange between heated space and
unheated space ;

ue quantities related to the heat exchanged between unheated space and
external environment;

ie quantities related to heat transfer between heated space and external
environment;
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Unheated spaces, UNI EN 13789
Heat transfer coefficient

Thermal resistance
Rie = Riu + Rue

Heat transfer coefficient is the reverse of thermal resistance:

Hie =
1

Rie
Hiu =

1

Riu
Hue =

1

Rue

Heat transfer coefficient

Hie =
HiuHue

Hiu + Hue
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Transmission and ventilation

The transfer heat coefficient depends on transmission and ventilation

transmission
HT ,iu HT ,ue

ventilation
HV ,iu HV ,ue

Heat transfer coefficients

Hiu = HT ,iu + HV ,iu

Hue = HT ,ue + HV ,ue

continua
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Temperature of the unheated space

If the unheated space is in contact with multiple heated spaces it is worth
computing its temperature

θu = θi −
Hie

Hiu
(θi − θe)

Therefore it is possible to compute the heat trabsfer for each heated space

ϕu,j = (UjAj + ṁu,jcpa)(θi − θu) = Hiu,j(θi − θu)

dove

j subscript related to the j-th heated space;

ϕu,j heat flow from the j−th space;

ṁu,j mass flow between heated and unheated space ;

cp specific heat capacity of air.
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